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01 Podruzné rozvadéce napojit dvéma privody.
,\2000 A 2000 A 12504 Auxiliary switchboards shall be fed by two inlets.
~ 02 Zdroj +UPS1/2 a +U1/2 bude slozen ze dvou paralelné pracujicich jednotek zatiZenych na maximalné 40 % jejich jmenovitého vykonu.
~ (pfi poruse jedné z UPS nebo U bude druhd zatiZena na maximalni jmenovity vykon 80 %)
O The UPS consists of two units operatfing in parallel, loaded to a maximum of 40% of their rated power.
| A (in case of one of the UPS failure, the other will be loaded to the maximum rated power of 80%)
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t~_— 3150 A X 03 Zalozni pfivod & MVA ze stavajiciho systému teplarny.
P Emmergency supply & MVA from the existing heating plant system.
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g 04  Cislovani zaFizenf elektro bude v ramci basic design nahrazeno kédy KKS.
||—\o— C8: The numbering of electrical equipment will be replaced by KKS codes within the basic design.
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